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Isolate supply and 

then mark the 

desired position 

on ceiling for 

luminaire. 

Carefully cut 

68mm diameter 

hole. 

Remove fascia and 

switch cover. 

Move switch to select 

light colour: warm 

white, cool white, 

neutral white. 

Optionally change fascia 

finish. 

Open driver housing and 

connect supply. 

Close housing, 

connect driver 

to lamp and 

insert in 

ceiling. 

Fold spring 

clips up and 

carefully insert 

lamp into 

ceiling. Switch 

on supply and 

test. 

68mm 

WARNING: Risk of electric shock from LED boards if operated with cover 

removed. Installation / operation outside of luminaires intended scope invalidates 

warranty. Suitable only for domestic / light industrial / industrial applications within 

the scope of EN55015. Tested to compliance with BSEN 60598: specification for 

general requirements and tests. Must be installed by a suitably qualified person 

in accordance with all relevant legislation. Ambient operating temperature of 0°C 

to 25°C. If maximum operating temperature is exceeded luminaire will 

automatically dim / switch off. Terminal blocks are rated to 16A unless stated 

otherwise. The light source is non replaceable.  

 

Terminal Labelling:  
Power 

L Live 

N Neutral 


